
©
 N

EPLAN



f=250.000 Hz
HarmonicLosses=0.001 kW

Harmonic Source=No
THDi=0.02 %
TIF=1858.049
IT=1692.774 A
Ph=0.006 kW

Qh=0.048 kvar
Ih=0.660 A

f=250.000 Hz
HarmonicLosses=0.001 kW

Harmonic Source=No
THDi=0.02 %
TIF=1858.049
IT=1692.774 A
Ph=0.006 kW

Qh=0.048 kvar
Ih=0.660 A

f=250.000 Hz
HarmonicLosses=0.026 kW

Harmonic Source=No
THDi=1.54 %
TIF=746.855

IT=7845.653 A
Ph=-0.007 kW

Qh=-0.336 kvar
Ih=2.073 A

f=250.000 Hz
HarmonicLosses=0.000 kW

Harmonic Source=No
THDi=1.54 %
TIF=746.855

IT=7845.653 A
Ph=-0.294 kW

Qh=-0.162 kvar
Ih=2.073 A

f=250.000 Hz
HarmonicLosses=0.000 kW

Harmonic Source=No
THDi=0.02 %
TIF=4767.361
IT=2832.560 A
Ph=0.011 kW

Qh=0.028 kvar
Ih=0.410 A

f=250.000 Hz
HarmonicLosses=0.000 kW

Harmonic Source=No
THDi=0.02 %
TIF=4838.996
IT=2811.114 A
Ph=0.010 kW

Qh=0.027 kvar
Ih=0.404 A

f=250.000 Hz
HarmonicLosses=0.000 kW

Harmonic Source=No
THDi=0.02 %
TIF=270.577

IT=21467.593 A
Ph=-0.023 kW

Qh=-0.011 kvar
Ih=5.696 A

f=250.000 Hz
HarmonicLosses=0.000 kW

Harmonic Source=No
THDi=0.02 %
TIF=274.917

IT=21281.873 A
Ph=-0.023 kW

Qh=-0.011 kvar
Ih=5.621 A

f=250.000 Hz
HarmonicLosses=0.000 kW

Harmonic Source=No
THDi=0.04 %
TIF=1592.142
IT=3707.788 A
Ph=-0.061 kW

Qh=-0.034 kvar
Ih=0.975 A

f=250.000 Hz
HarmonicLosses=0.000 kW

Harmonic Source=No
THDi=0.01 %
TIF=726.792

IT=36317.952 A
Ph=-0.004 kW
Qh=0.007 kvar

Ih=1.876 A

f=250.000 Hz
HarmonicLosses=0.000 kW

Harmonic Source=No
THDi=0.01 %
TIF=735.439

IT=36057.438 A
Ph=-0.004 kW
Qh=0.007 kvar

Ih=1.852 A

f=250.000 Hz
HarmonicLosses=0.000 kW

Harmonic Source=Yes
THDi=1.78 %
TIF=33.193

IT=155209.783 A
Ph=0.068 kW

Qh=3.355 kvar
Ih=46.000 A
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